
NON-PUBLIC?: N 
ACCESSION #: 8711100429 
LICENSEE EVENT REPORT (LER) 
 
FACILITY NAME: D. C. Cook Nuclear Plant - Unit 2 PAGE: 1 of 4 
 
DOCKET NUMBER: 05000316 
 
TITLE: ESF Actuation (Reactor Trip) Caused By Turbine Trip With Setpoint For 
Permissive P-13 Being Too Conservative 
EVENT DATE: 10/10/87 LER #: 87-013-00 REPORT DATE: 11/05/87 
 
OPERATING MODE: 1 POWER LEVEL: 008 
 
THIS REPORT IS SUBMITTED PURSUANT TO THE REQUIREMENTS OF 10 CFR 
SECTION 
50.73(a)(2)(iv) 
 
LICENSEE CONTACT FOR THIS LER: 
NAME: T. P. Beilman, Instrumentation And Control Superintendent 
TELEPHONE #: 616-465-5901 
 
SUPPLEMENTAL REPORT EXPECTED: No 
 
ABSTRACT: On October 10, 1987 at 1213 hours the Unit Two Reactor tripped from 
a turbine trip. The turbine was being rolled in preparation for the overspeed 
testing and power was being maintained below the Permissive P-13 interlock 
setpoint in order to avoid a reactor trip when the turbine was tripped on 
overspeed. 
 
At approximately 8 percent power the turbine tripped and a reactor trip 
occurred because the P-13 bistable setpoint was too conservative, caused by a 
setpoint calculation error. The Technical Specification requirement is for 
P-13 to be active at greater than or equal to 51 psig turbine impulse 
pressure. The bistable setpoint was to be at 45 psig for conservatism, 
however, an error was made in calculating the setpoint and as a result, the 
setpoint was actually equivalent to 31.132 psig. No abnormal reactor trip 
sequence responses were noted. The NRC was notified via the ENS at 1300 hours 
on October 10, 1987. 
 
Upon discovery of the error, the setpoint was recalculated and the bistable 
was calibrated to the correct value. 
 
(End of Abstract) 
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Unit Two - Mode One (power operation) 8 percent reactor thermal power. 
 
Description of Event 
 
On October 10, 1987 the Unit Two turbine (EIIS/EL-TRB) was being rolled in 
preparation for turbine overspeed testing. Power was being held below 
Permissive P-7 in order to prevent a reactor trip from a turbine trip. The 
turbine trip/reactor trip is blocked below Permissive P-7, which is fed from 
Permissive P-10 (2/4 Power Range Nuclear Instrumentation Channels 
(EIIS/IG-CHA) greater than or equal to 11 percent reactor power) or Permissive 
P-13 (1/2 turbine impulse pressure channels (ELLIS/IT-CHA) greater than or 
equal to 51 psig). The operators were bumping up turbine speed and at 
approximately 1523 rpm, the turbine tripped and the reactor tripped as a 
result. 
 
Investigation determined that the setpoint for P-13 was too conservative, thus 
allowing the turbine trip/reactor trip to become unblocked prematurely while 
power was at approximately 8 percent. The setpoint as called for by the 
procedure was found to be the equivalent of 31.132 psig instead of 45 psig as 
intended (Technical Specification requires that P-7 be active at greater than 
or equal to 51 psig). The incorrect setpoint was calculated in 1986 as a 
result of an investigation that found that P-13, P-10 and P-6 were set 
non-conservative due to misinterpretation of the Technical Specification 
setpoint requirements. This was reported in LER 315/86-002-1 for both Unit 
One and Unit Two. As part of the corrective actions at that time, the 
setpoints were recalculated to make them conservative with respect to 
Technical Specifications (i.e. 45 psig). However, during calculation of the 
new setpoint, it appears probable that the 45 psig was not converted to 
absolute pressure for the calculation. This resulted in a much lower setpoint 
equivalent to 31.132 psig. 
 
Following the discovery of the incorrect setpoint for Unit Two, Unit One's 
calibration procedures were checked and the P-13 setpoint was found to be too 
conservative due to the same calculational error found on Unit Two. 
 
The exact cause of the turbine trip could not be determined with 
certainty. Post-trip review indicated it was the result of a mechanical trip 
(either the vacuum trip or overspeed trip). The vacuum trip devices were 
inspected and found to operate correctly. It was concluded that the turbine 
trip was most probably the result of a spurious overspeed trip. 
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Cause of the Event 
 



The cause of the reactor trip was the turbine trip. The reactor trip occurred 
because the setpoint for P-13 was set too conservatively due to a calculation 
error. This defeated the block of the reactor trip from the turbine trip 
prematurely. 
 
Analysis of Event 
 
This Engineered Safety Features Actuation, which resulted in a reactor trip 
sequence, is reportable pursuant to 10 CFR 50.73 (a)(2)(iv). 
 
Because of the calculation error, P-13 was set too conservative. On 
increasing power P-13 reached its setpoint value well below the Technical 
Specification required setpoint. This resulted in the premature activation of 
P-7 which defeated the automatic block of reactor trip on low reactor coolant 
flow, reactor coolant pump under-voltage and under-frequency, turbine trip, 
pressurizer low pressure and pressurizer high water level. 
 
On a power increase P-7 is developed when either Reactor Trip System 
interlocks P-10 or P-13 (turbine first stage pressure) reach their setpoint 
values. The Technical Specifications require that P-7 is functioning to 
defeat the automatic blocks of the above P-7 related trips prior to reactor 
thermal power reaching 11 percent RTP or turbine impulse pressure reaching 37 
psig in Unit 1, or 51 psig in Unit 2. 
 
The Operations Sequence Monitor functioned as designed. A time study of 
parameters monitored concluded that all automatic protection system responses; 
reactor trip, and resulting actuations functioned properly as a result of the 
Engineered Safety Features actuation. 
 
Based on the above, it is concluded that the event did not constitute an 
unreviewed safety question as defined in 10 CFR 50.59 (a)(2), nor did it 
adversely impact health and safety. 
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Corrective Actions 
 
Immediate corrective actions involved Operations personnel implementing plant 
procedures to verify proper response of the automatic protection system and to 
assess plant conditions for initiating appropriate recovery actions. 
 
The setpoint for P-13 was recalculated for Unit Two and the procedure changed 
to reflect the correct setpoint. Subsequently, Unit Two started up and no 
further problems with P-13 occurred. 
 
Unit One P-13 setpoint is being reviewed and if appropriate, it will be 



revised to eliminate unnecessary conservatism. 
 
Failed Component Identification 
 
None. 
 
Previous Similar Events 
 
None. 
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P.O. Box 458 
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616 465 5901 AEF 
 
INDIANA MICHIGAN POWER 
 
November 5, 1987 
 
United States Nuclear Regulatory Commission 
Document Control Desk 
Washington, D.C. 20555 
 
Operating License DPR-74 
Docket No. 50-316 
 
Document Control Manager: 
 
In accordance with the criteria established by 10 CFR 50.73 entitled Licensee 
Event Reporting System, the following report is being submitted: 
 
87-013-0 
 
Sincerely, 
 
/s/ W. G. Smith, Jr. 
W. G. Smith, Jr. 
Plant Manager 
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R. F. Kroeger 
H. B. Brugger 
R. W. Jurgensen 
NRC Resident Inspector 
R. C. Callen 
G. Charnoff, Esq. 
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D. Wigginton, NRC 
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